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PROPOSED CODE CHANGE (Check One) 

 Change to read as follows Add to read as follows  Delete and substitute as follows  Delete without substitution 

E3905.3.2 Securing to box. All permitted wiring methods shall be secured to the boxes. 
Exception: Where nonmetallic-sheathed cable or multi-conductor Type UF is used with boxes not larger than a nominal size of 
21/4 inches by 4 inches (57mmby 102mm) mounted in walls or ceilings, and where the cable is fastened within 8 inches (203 
mm) of the box measured along the sheath, and where the sheath extends through a cable knockout not less than 1/4 inch (6.4 
mm), securing the cable to the box shall not be required. Multiple cable entries shall be permitted in a single cable knockout 
opening. 

 
 

REASON AND FISCAL IMPACT 

Type UF cable is permitted to be used in place of Type NM cable as indicated in Table E3801.4.  This is brought forward from the 
2005 IRC. 

 
 

REVIEW RECOMMENDATION 

Approve 

Disapprove 

Approve as amended 

Further Study 

 


